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Field Connections Alarm Contacts
Terminals Wire Size: Terminals Wire Size:
B 24 -12 AWG 24 -12 AWG
0.5Nm 0.5Nm
Vo f;eCtnc Board 1/0 Electric Board
_ Y| = Normally Opened
Remote Manual }_07@ z Closes to alarm {7% NO |——
> Normally Closed — C
Lockout @ z Opens to alarm { @| NC
@: Motor Run Normally Opened — — 81
C 12| = £ Closesyto glarm { @] No
Remote Auto J1 @ b & Normally Closed { — = | —| c
= = Opens to alarm @
© NC
Deluge Valve J2* % E g N o ’
e . J25 © ormally Opene:
2| = = Closes to alarm { @| No
— Low Water Level ; o 2| - 2 Normally Closed —@| c
= g Opens to alarm @| nc
2| = S [Power Available TB2
2| ° o Normally Opened ——@| NO —
= Closes to alarm
D 7 Normally Closed —— | —0| c
@ = Opens to alarm @| nC ll
@ z Normally Opened 2| no
Q| © Closes to alarm { °
1 Normally Closed { — (o]
. Opens to alarm
Network Connections Normal Power 2 ne 183
Phase Reversal Normally Opened { ——@| ~No —
Closes to alarm
£ ~ Terminals Wire Size: Normally Closed {7 —@| c :
Shielded Female Connector RJ45 Opens to alarm @| Nc
Located on Main Board Normally Opened 2l no
Closes to alarm 3
[ Normally Closed { —®@| cC
Modbus TCP/IP RJ45 formal Chsed { o
Pump Room Alarm** TB4
Normally Opened ——@| NO —
Closes to alarm {
Normally Closed —— |—| c
F Opens to alarm @] nC
Normally Opened
Closes to alarm { g NO
Normally Closed — C
Opens to alarm { @| nc
— Motor Trouble** TB5
Normally Opened ——@| NO —
N Closes to alarm {
ormally Closed { ——=—" |—| c
Opens to alarm @| n~c
G|
Normally Opened
Closes to alarm { g NO 3
Normally Closed — C
" Opens to alarm { @ c
Field . N TB6
| rogrammable***) Normally Opened —@| N0 | —
Closes to alarm {
Normally Closed { ——— |—Q| c —4\‘
Opens to alarm @| nc
H
* Remove jumper to use this feature
** Re-assignable
*** Not available on Model FTA1930
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