
DRAWN BY

FINAL
APPROVAL

BY DD/MM/YY

DRAWING NUMBER CDL

DWG REV. 0

ACD

FC

28/02/23

28/02/23

BUILT TO THE LATEST EDITION OF THE NFPA20 & NFPA70

© Firetrol, Inc. Not for construction.
   Subject to change without notice.

NYC
Dpt of Building

Approved

MODEL: FTA1100
DIESEL ENGINE FIRE PUMP CONTROLLER

12VDC OR 24VDC NEGATIVE GROUND

M

Engine Run Alarm Contacts

Normally open
Closes to alarm

Normally closed
Opens to alarm

C-NO C-NC

Power Supply from a Reliable
External Power Source

(See NFPA20-2016 11.3.2 & A 11.3.2)

Louvers Motor

J37
TB2

Located in Controller
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